�KSC 52.246-121  SYSTEMS ACCEPTANCE AND TESTING (JUN 2002) 





Pursuant to FAR 52.246-12 "Inspection of Construction"; systems tests shall be performed as described below.





A.   SYSTEMS





Systems tests shall be performed on Fire Protection, Fire Suppression, HVAC, Compressed Air and all other assemblies of components which must be tested as an inter-related whole to verify proper functioning.





B.   SYSTEM TEST PROCEDURES





A test procedure and a recording form which documents every step of the system test shall be submitted for approval under the terms of the "Shop Drawings" clause of this contract.  Test procedures must be approved prior to requesting a date for testing.  Each step in the test procedure shall be witnessed by the Contracting Officer's Representative who shall then date and sign the approved recording form for each step witnessed.





The procedure shall consist of step by step instructions for testing all specified system parameters, system components, and proper overall functioning of the system.





C.   SYSTEM TESTING AND ACCEPTANCE





The following tests shall be performed by the Contractor in strict accordance to the approved test procedure described above.





(1)  Functional Test -- This shall be an "in house" test to verify proper installation and functioning of the system and its components.  This functional test shall be performed in the presence of Government inspectors and shall be repeated until the Contractor can perform one full test without device or system malfunction.





(2)  System Acceptance Test -- After successful completion of the functional testing the system shall be tested formally with full documentation using the previously approved recording form.  The Contractor shall notify the Contracting Officer, in writing, forty eight (48) hours prior to system acceptance testing.  The appointed Contracting Officer Representative will witness, date and stamp each test in the procedure.  Acceptance of the system will be based upon the written approval of the Contracting Officer Technical Representative.





Note:  For work involving fire detection and suppression systems, additional testing & acceptance requirements are described in project technical specifications


	


Nothing in this clause shall relieve the requirements of FAR 52.246-12, "Inspection of Construction."
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